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About i-Hub 

The Innovation Hub for Affordable Heating and Cooling (i-Hub) is an initiative led by the Australian Institute of Refrigeration, Air 
Conditioning and Heating (AIRAH) in conjunction with CSIRO, Queensland University of Technology (QUT), the University of 
Melbourne and the University of Wollongong and supported by Australian Renewable Energy Agency (ARENA) to facilitate the 
heating, ventilation, air conditioning and refrigeration (HVAC&R) industry’s transition to a low emissions future, stimulate jobs 
growth, and showcase HVAC&R innovation in buildings. 

The objective of i-Hub is to support the broader HVAC&R industry with knowledge dissemination, skills-development and capacity-
building. By facilitating a collaborative approach to innovation, i-Hub brings together leading universities, researchers, consultants, 
building owners and equipment manufacturers to create a connected research and development community in Australia. 
 

This Project received funding from ARENA as part of ARENA's Advancing Renewables Program. 

The views expressed herein are not necessarily the views of the Australian Government, and the Australian 

Government does not accept responsibility for any information or advice contained herein. 

 

   Primary Project Partner 

   

Charles Darwin 
University 

 

The information or advice contained in this document is intended for use only by persons who have had adequate technical training in the field to 
which the Report relates. The information or advice should be verified before it is put to use by any person. Reasonable efforts have been taken to 
ensure that the information or advice is accurate, reliable and accords with current standards as at the date of publication. To maximum extent 
permitted by law, the Australian Institute of Refrigeration, Air Conditioning and Heating Inc. (AIRAH), its officers, employees and agents: 
 
a) disclaim all responsibility and all liability (including without limitation, liability in negligence) for all expenses, losses, damages and costs, whether 
direct, indirect, consequential or special you might incur as a result of the information in this publication being inaccurate or incomplete in any way, 
and for any reason; and 
 
b) exclude any warranty, condition, guarantee, description or representation in relation to this publication, whether express or implied. 
 
In all cases, the user should be able to establish the accuracy, currency and applicability of the information or advice in relation to any specific 
circumstances and must rely on his or her professional judgment at all times.  

 
 

 

http://ihub.org.au/


 

 
   

Energy use reduction, improving value of onsite generation: Increasing the value of onsite renewables in Darwin through data 
driven analytics 

   The Innovation Hub for Affordable Heating and Cooling | iHub.org.au         Page | 3 
 

i-Hub Knowledge sharing report - Energy use reduction, improving value of onsite 

generation 

 

Lead organisation Charles Darwin University  

Sub-Project number DCH10 

Sub-Project 
commencement date December 2021 Completion 

date June 2022 

Report date May 2022 

Contact name Prof. Suresh N. Thennadil 

Position in organisation Director, Energy and Resources Institute 

Phone +61 8 8946 6564 Email suresh.thennadil@cdu.edu.au  

 

  

http://ihub.org.au/
mailto:suresh.thennadil@cdu.edu.au


 

 
   

Energy use reduction, improving value of onsite generation: Increasing the value of onsite renewables in Darwin through data 
driven analytics 

   The Innovation Hub for Affordable Heating and Cooling | iHub.org.au         Page | 4 
 

Contents 
Energy use reduction, improving value of onsite generation ..................................................................................................... 5 

Overview ........................................................................................................................................................................... 5 

Results ............................................................................................................................................................................... 5 

Building Blue1 ............................................................................................................................................................... 5 

Building Pink9 ................................................................................................................................................................ 6 

Next steps ......................................................................................................................................................................... 6 

 

Appendix A1 – Blue 1 Input Data ...................................................................................................................................... 7 

Appendix A2 – Air System Sizing Blue 1 ............................................................................................................................ 8 

Appendix A3 – Plans and HAP mark-ups Blue 1 ................................................................................................................ 9 

Appendix A4 – Simulation results Blue 1 ........................................................................................................................ 10 

Appendix B1– Input Data Pink 9 ..................................................................................................................................... 11 

Appendix B2– System Summary Pink 9 .......................................................................................................................... 12 

Appendix B3– Building layout and HAP markup Pink 9 .................................................................................................. 13 

Appendix B4– System sizing summary Pink 9 ................................................................................................................. 14 

Appendix B5– Results AHU Pink 9 ................................................................................................................................... 15 

Appendix B6– Results FCU Pink 9 ................................................................................................................................... 16 

 

 

  

http://ihub.org.au/


 

 
   

Energy use reduction, improving value of onsite generation: Increasing the value of onsite renewables in Darwin through data 
driven analytics 

   The Innovation Hub for Affordable Heating and Cooling | iHub.org.au         Page | 5 
 

Energy use reduction, improving value of onsite 

generation 

Overview  
In this report, we have provided an overview regarding the energy simulation of the two buildings (Blue1 and Pink 9) 

at Charles Darwin University which have been considered as case studies for this project. These buildings have been 

onboarded to the DCH in the current project. The objective of the analysis in this report is to: 

• Energy use analysis of pilot buildings to inform net zero pathway for these buildings 

• insights on parameters such as HVAC energy use and PV generation. 

In this project, the cooling load of each building including all spaces within the buildings have been simulated using 

Hourly Analysis Program 5.11 (HAP 5.11), and a comprehensive report has been provided. For each space of the 

buildings, the contribution of different factors such as windows, walls, roofs, floors, doors, partitions, lighting, 

electric equipment and people on the cooling load (sensible, latent and total) of each space with a safety factor of 

10% are simulated. In this project, the central chilled water has been considered in the simulation. In the following, 

we have provided more details about the simulation of building Blue1 and Pink 9.  

Results  

Building Blue1 
As has been explained above, the cooling load of building Blue1 has been simulated using HAP 5.11, and the 

contribution of different factors such as windows, walls, roofs, floors, doors, partitions, lighting, electric equipment 

and people on the cooling load of each space with a safety factor of 10% are calculated. The input data is provided in 

Appendix A1, and a comprehensive report about the cooling load of the building is provided in Appendix A2.  

The floor area of the building is 1820.6 m2, and the total coil load that is simulated is 166.3KW (144KW sensible coil 

load and 22.3KW latent cooling load), and no heating coil load occurred during the calculation. A summary of the 

space loads, airflows and the time of peak sensible load for each space has been provided in Appendix A2 on page 3. 

A summary of the contribution of each factor on the cooling load of whole building is provided in Appendix A2 on 

page 7.  

As the building has a number of lecture rooms, computer labs and offices, the total cooling load due to electric 

equipment (mainly due to computers and laptops) and people is significant. However, these internal factors are not 

related to the building features. The results have shown that among the cooling load elements that are related to 

the building features such as windows, walls, roofs, doors, floor and partitions, the highest contribution is related to 

window solar loads which is more than 17KW, and the second main factor is the roof which has more than 12KW 

cooling load.  

The results also have shown that windows transmission, wall transmission, partitions and door loads are 7.8 KW, 1.8 

KW, 0.68 KW and 0.3KW, respectively. The latent cooling load for all factors except people (20.3KW; without 

considering the safety factor) is 0. Please be noted that these are the results for total cooling load of the whole 

building at the peak of cooling load which occurs in January at 4PM, and the data for each space can be varied (the 

http://ihub.org.au/
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details of the cooling load of each space is provided on pages 9-72 of Appendix A2). Moreover, the System 

Psychrometrics information of the building is provided in Appendix A2 on pages 75-80. The plan of the building and 

the information about each space are provided in Appendix A3. The Monthly, daily and hourly system design report 

is provided in Appendix A4.  

 

Building Pink9  
The same as Building Blue1, the cooling load of building Pink 9 has been simulated using HAP5.11, and the 

contribution of different factors such as windows, walls, roofs, floors, doors, partitions, lighting, electric equipment 

and people on the cooling load of each space with a safety factor of 10% are calculated. A comprehensive report 

about the cooling load of the building is provided in Appendices B2 and B4.  

The floor area of the building is 2167.2 m2, and the total coil load that is simulated is 83.2 KW (5.6 KW and 8.4 KW 

are related to Comms rooms and the kitchen, respectively. 80 KW sensible coil load and 3.2 KW latent cooling load), 

and no heating coil load occurred during the calculation. A summary of the contribution of each factor on the cooling 

load of whole building is provided in Appendices B2 on page 4 and B4 on pages 4, 18 and 32.  

The results have shown that among the cooling load elements that are related to the building features such as 

windows, walls, roofs, doors, floor and partitions, the highest contribution is related to roof transmission which is 

more than 14.63 KW, and the second main factor is the partitions which is more than 13.57 KW cooling load. The 

results also have shown that windows transmission, wall transmission, window solar loads and door loads are about 

2.8 KW, 2.8 KW, 6.4 KW and 1.2KW, respectively. The latent cooling load for all factors except people (2.9 KW; 

without considering the safety factor) is 0.  

Please  note that these are the results for total cooling load of the whole building at the peak of cooling load which 

occurs in January at 3PM (the peak of cooling loads for Comms room of the first floor and the kitchen occur in 

December at 3PM), and the data for each space can be varied (the details of the cooling load of each space is 

provided on pages 6-27 of Appendix B2 and 6, 20 and 34 of Appendix B4). Moreover, the System Psychrometrics 

information and hourly air system design of the building is provided in Appendix B2 on pages 30-35 and 7-14, 21-28 

and 35-42 of Appendix B4. The plan of the building and the information about each space are provided in Appendix 

B3. The Monthly, daily and hourly system design report is provided in Appendices B5 and B6.  

Next steps  
This report has provided insights on the factors that influence energy demand in selected pilot buildings. The 

intention of the simulation was for calibration with observed data through the DCH, which could then inform the 

assessment of strategies that could provide pathway to net zero emissions for these buildings, such as optimising 

HVAC operation to reduce energy demand or maximising the use of onsite solar PV generation.  

At present the data available from the onboarded buildings (see lessons learnt report) is not providing meaningful 

and robust data for the analysis. We are still working to resolve this. The simulation set-up and parameterisations 

mean that there is now the ability to evaluate the influence of building changes (operations or physical layout) on 

energy demand in selected pilot buildings.   
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Appendix A1 – Blue 1 Input Data  
pdf linked below -3-page appendix attached 

 

 

 

  

http://ihub.org.au/


 

 
   

Energy use reduction, improving value of onsite generation: Increasing the value of onsite renewables in Darwin through data 
driven analytics 

   The Innovation Hub for Affordable Heating and Cooling | iHub.org.au         Page | 8 
 

Appendix A2 – Air System Sizing Blue 1  
pdf linked below -80-page appendix attached 
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Appendix A3 – Plans and HAP mark-ups Blue 1  
pdf linked below -12-page appendix attached 
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Appendix A4 – Simulation results Blue 1  
pdf linked below -6-page appendix attached 
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Appendix B1– Input Data Pink 9  
pdf linked below -8-page appendix attached 
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Appendix B2– System Summary Pink 9  
pdf linked below -35-page appendix attached 
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Appendix B3– Building layout and HAP markup Pink 9  
pdf linked below -17-page appendix attached 
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Appendix B4– System sizing summary Pink 9  
pdf linked below -42-page appendix attached 
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Appendix B5– Results AHU Pink 9  
pdf linked below -8-page appendix attached 
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Appendix B6– Results FCU Pink 9  
pdf linked below -15-page appendix attached 
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